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KEVIStON DETAILS 
This design criteria revision (revision 2) v/ill cancel revision 1 and 
vn° 11 provide complete functional supervision of the liquid level gauges 
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REASON FOB REVISION 
At the present time if a liquid level gauge v/as to fail (cither through 
a component failure or loss of AC pow e r ) , it v/ould stop operating; the 
plummet v/ould be held at one position (level); and the condi tion" would l 
not be recognized by the computer. If the tank was to start leaking when ' 
the gauge was in this condition (not operating), the drop in liquid level 
v/ould not be detected. ' 
EFFECT ON COST AND SCHEDULE 
The cost of the project will be increased by an estimated $32,700.00. 
This revision will extend the completion of this project by an estimated-
4 months, however, the revision docs not effect the scheduled "start-up" 
date of the data acquisition system, since it will operate normally with-
out tiic proposed revision. „ 
REQUESTED BY DATE 
R. G. Ol iver J J A i H 
A P P R O V E D FOR AffHcO 
lut^^^^^ V///; 
A P P A O V E D F 0 « ACCi-gX PRol»1%AM3 DIVISION DATE 
T> 
SUBMITTED BV 






l> A T f . H 
AIIAtLMLNT 
Pf/yTECTIC.S 1) D / T C / 





DATA ACQUISITION SYSTEM FOR WASTE TANK LIQUID 
LEVEL GAUGES AND SX TANK FARM THERMOCOUPLES 
By 
G, E. Martin 
and 
R. G. Oliver 
Process Systems Design and "Development 
Facilities Engineering Department 
Chemical Processing Division 
February 17^ 1972 
This document has been reviewed and approved as a basis for 
project action. 
Submitted: 
^ P ^ ^ ^ _ _ _ _ _ _ _ _ _ _ . ^ ^ ^ Date 
Approved 2 
Facilit^»—ffngineering Department 
Atlantic Richfield Hanford Company 
Date 
Approved: 
U, S. Atomic En 





DATA ACQUISITION SYSTEM FOR WASTE TANK LIQUID 
LEVEL GAUGES AND SX TANK FARM THERMOCOUPLES 
INTRODUCTION 
Seventy-seven (77) nonboiling waste storage tanks located 
in the 200 East and 200 West Areas are currently being 
equipped with continuous reading^ liquid level gauge heads 
by Project HCE-66S. When the project is completed, each 
gauge will provide a continuous liquid level reading at 
its respective tank site and will require that an operator 
travel from tank to tank to record the liquid level readings. 
The information obtained with these gauges will be used for 
leak detection and inventory control purposes. 
In the SX Tank Farm in the 200 West Area, seven waste 
storage tanks are currently being utilized as sludge-
cooling tanks. The sludge in these tanks contains a 
high concentration of Sr-90j is self-heating and, there-
fore, must be air cooled and kept under constant surveil-
lance. At the present time, the temperatures within these 
tanks (sludge and \'apor space temperatures) are monitored 
by 231 thermocouples (33 per tank)o Once per day an opera-
tor manually reads and records data from each of the 231 
thermocouplss. 
In both of the above mentioned systems, the data, upon 
being collected, must be analyzed and compared with prior 
data. This method of data collection and evaluation is 
slow, expensive, and subject to error. 
In view of the importance of minimizing the loss of radio-
active wastes to the environment and damage to waste storage 
tanks, a system is required that will rapidly and frequently 
scan all liquid level gauges and thermocouples, analyze the 
data, and alarm in the event of an abnormal condition. 
PURPOSE 
The purpose of this document is to set 'forth the design 
criteria for the installation of a data acquisition system 




liquid level gauges and two hundred thirty one (231) waste 
tank thermocouples to the existing IBM 1800 computer lo-
cated at the Purex Plant. 
DESIGN CRITERIA 
Ae General 
This data acquisition system (DAS) shall interface 
the liquid level gauges and thermocouples, shown on 
drawings SK-2-22273 and SK-2-22274, to the IBM 1800 
computer located at the Purex Plant. The system 
shall have two (2) switch selectable modes of opera-
tion. In one mode, the computer shall have complete 
control of the system^ In the second mode, control 
shall be provided by local control stations (two 
required), completely independent of the computer. 
This second mode of operation will allow the data 
points to be scanned and printed out even though 
the computer is "down" and, in addition, will be 
an aid in troubleshooting and calibration. 
B. Installation Description 
The DAS shall be partitioned into two (2) sections -
the West Section and the East Section. The West 
Section shall monitor the liquid level gauges and 
thermocouples located in the 200 West Area, The 
East Section shall monitor the liquid level gauges 
located in the 200 East Area. For each section of 
the DAS, there shall be a central station. The 
central station shall provide the interface between 
the computer and the data points within that section. 
The central station shall also serve as the local 
control station and as such shall have controls to 
select the mode of operation and a printer to print 
out the data points within that section. In the 
West Section, the central station shall be located 
at the 241-SX-271 Building. In the East Section, 
the central station shall be located at the most 
convenient location for the type of equipment pro-
cured. The East Central Station shall be wired 
directly into the computer, and the West Central 
Station shall be wired to the computer via one or 
two pair of dedicated telephone lines. The lines 
• may be terminated at the East Central Station or 
at the computer. The distance between the West 





Within each area the liquid level gauges shall be 
divided into groups as follows: 
West Area 
Group T - all liquid level gauges in T Farm 
Group TX - all liquid level gauges in TX 5 TY Farms 
Group U - all liquid level gauges in U Farm 
Group SX - all liquid level gauges in S and SX Farms 
East Area 
Group B - all liquid level gauges in B Farm 
Group BY - all liquid level gauges in BY § BX Farms 
Group C - all liquid level gauges in C Farm 
In each area, wiri 
group to group and 
existing poles whe 
conduit (installed 
routed from each g 
station shall be 1 
vide the inter-tie 
within a group and 
The hookup wire be 
station shall be s 
conduit. See draw 
details. 
ng shall be routed overhead from 
to the central station utilizing 
re possible. Within each group, 
on Project HCE-665) has been 
auge head to a point where the sub-
ocated. The substation shall pro-
point between the underground lines 
the overhead lines between groups. 
tween the gauge head and the sub-
ized to be pulled through the existing 
ings SK-2-22273 and SK-2-22274 for 
The thermocouple leads are presently brought into the 
241-SX-271 Building, A thermocouple multiplexer shall 
be located within this building and wired directly into 
the West Central Station, 
Equipment Description 
The DAS shall meet the following criteria: 
le The output of each liquid level gauge is a rotating 
shaft which is presently connected to a mechanical 
counter. As part of the DAS, a transducer shall 
be supplied for each gauge head, which will operate 




it with a similar local readout with at least 
four (4) digit resolution. The transducer 
assembly shall be fabricated to fit into the 
gauge head enclosure and require a minimum 
amount of effort to install in the field. 
The accuracy of the gauge head transducer shall 
be at least 0.1 inch. The transducer shall be 
the least accurate part of the DAS. 
The number of wires required to connect a gauge 
head transducer to the DAS shall not exceed 6 
pairs (12 wires). 
The number of wires required in the overhead 
runs shall not exceed 6 pairs (12 wires). 
The gauge head transducer shall not require 
recalibration after a power failure. 
The DAS shall not require batteries. 
The thermocouple multiplexer shall have provi-
sions to accept 231 iron-constantan thermocouples. 
The temperature range shall be 50-400®F. The 
accuracy shall be *_ 2°F or better. 
The DAS shall be capable of operating in two 
modes: 
a. Computer controlled scan of a single point, 
group of points, or all points with the in-
formation being processed by the computer. 
b. Locally controlled (independent of the com-
puter) scan of a single point, group of 
points, or all points with the information 
being printed out in engineering units 
(inches and degrees Fahrenheit) by a local 
printer. 
The transducers and substation components must 
operate within specifications over a temperature 
range of -20°F to 140®F, All remaining components 
of the DAS must operate within specifications 




10, The only power required by the DAS shall be 115VAC 
1 15%. 
11, Each substation shall consist of a wall mounted, 
dust proof enclosure with all components mounted 
inside. 
Standards and Codes 
The Hanford Engineering Standards, including the Stan-
dard Design Criteria and AEC Manual Chapter Appendix 6301, 
are to be utilized, where applicable, in the design of 
the facilities and equipment specified herein. 
Quality Assurance 
A Quality Assurance Program shall be established and 
adhered to throughout design, construction, and testing. 
This program shall assure that the data acquisition 
system, described by these criteria, will perform as 
described in a safe and reliable manner. 
Quality assurance for design, inspection, and testing 
shall be in accordance \%'ith the plans as outlined in 
the Vitro Engineering Services Quality Assurance Pro-
gram, reference 1. Quality assurance for construction 
performed by the on-site fixed fee contractor, J. A. Jones 
Construction Company, shall be in accordance with the 
plans outlined in the J. A. Jones Construction Company 
Quality Control Manual, reference 2. If construction 
is performed by a fixed price prime contractor, a quality 
assurance plan similar to the J. A, Jones Construction 
Company Quality Control Manual shall be submitted by the 
contractor and approved by the customer. 
Three categories have been es'tablished for classifying 
structures and components according to the degree of 
quality required by safety considerations for system 
designs. These categories are defined as follows: 
Type A 
Those structures and components whose failure might 
cause or increase the severity of a release of radio-
activity, hazardous or toxic material to the environs; 
or those structures and components vital to the safe 





Those structures and components which are important 
to the operation of the process or system, l5ut are 
not essential to its safe shutdown and isolation. 
Type C 
Those structures and components that are related 
to the process or system operation, but are not 
essential to safe shutdown and isolation and pro-
vide only a service to the facility. 
The data acquisition system covered by these criteria 
is classified as quality assurance category Type B. 
REFERENCES 
1. Vitro/HES-MA-1, unclassified, November 1, 1971, 
"Vitro Engineering Quality Assurance Program" 
2. Jo A, Jones Construction Company, unclassified, 
October 14, 1971, "Quality Control Manual" 
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